Evaporative cooling can be integrated into fresh-air-handling units, to reduce cooling demand. This study considers a hybrid fresh-airhandling unit which incorporates a vapor-compression cooling cycle and indirect evaporative cooling to condition an ambient primary airstream to a desired supply air state. The cooling effects of using various modes (vapor compression only; direct expansion with mist; direct expansion with water shower; and direct expansion with mist and water shower) are compared when the fresh-air-handling unit operates in harsh (hot and humid) climatic conditions experienced in Qatar. Experimental analysis is based on actual ambient conditions measured from August 2018 to July 2019. It is found that the best-performing wet mode of operation saves more than 60% of the energy required by a conventional direct expansion cooling system operating under the same ambient conditions. In hot, dry conditions, the coefficient of performance of the fresh-air-handling unit when using the indirect evaporative mode of operation is double the coefficient of performance when operating with direct expansion mode only.
Introduction
Middle East countries use vast quantities of energy to cool buildings all year round. A large proportion of this consumption is associated with the residential sector for which air conditioning accounts for approximately 70% [1] of the buildings' energy consumption. Various measures aimed at reducing this energy consumption can help mitigate against the region's sustainability challenges. Evaporative cooling is one such measure that can be integrated into fresh-air-handling units, to reduce cooling demand, and it can effectively provide free cooling when ambient conditions permit. Evaporative cooling can be achieved by using different modes of operation, most commonly mist injection [2, 3] , water spray [4, 5] , or a combination of mist and water shower. For an air-handling unit that integrates evaporative cooling technology, the cooling performance can be optimized by configuring the control system to switch the mode of operation accordingly, to suit ambient conditions occurring at a given time.
Evaporative cooling technology is deemed to provide cooling energy-saving and has a beneficial impact on the environment, which is gained by minimization of the adverse effects contributing to climate change. Evaporative cooling has been studied widely across the world. Kulkarni et al. [6] , from a study of evaporative cooling in major cities in Asian, concluded that it has excellent potential to replace conventional air conditioning and that it can deliver better air quality. Al-Juwayhel et al. [7] considered four different configurations of evaporative air coolers operating under a hot summer experienced in Kuwait and characterized cooling performance by using thermal effectiveness and energy efficiency ratio. In their experimental evaluation investigations undertaken on a multistage evaporative cooling system, the authors managed to extend the cooling range of an indirect/direct evaporative cooling (IDEC) unit by adding a mechanical vapor-compression unit. The resulting system achieved ambient-to-supply air temperature reductions of up to 25 • C.
De Antonellis et al. [8] considered indirect evaporative cooling as a suitable way to improve the energy efficiency of an air-conditioning system. In their investigations on evaporative cooling, Suryawanshi et al. [9] reported that a two-stage evaporative cooling system was 4.5 times better, in terms of efficiency, compared to a traditional air conditioning unit. Indirect evaporative coolers can be integrated into air-handling systems, to improve energy efficiency. De Antonellis et al. [10] showed that indirect evaporative cooling could deliver large cooling capacities in many operating conditions.
The conventional vapor compression refrigeration cycles are widely used in air-conditioning systems. However, their use is associated with high energy consumption required to drive the compressor, and the use of refrigerants negatively impacts the environment. Many researchers have studied modifications on vapor-compression refrigeration cycles, to reduce electrical energy consumption and enhance the performance of the machine. For instance, measures are taken by introducing an ejector to the refrigeration cycle and utilize waste heat from the condenser [11, 12] .
Evaporative cooling units, when combined with traditional cooling systems utilizing refrigerant-based vapor-compression cooling cycles can provide more efficient hybrid cooling systems. Such hybrid systems enable evaporative cooling units to perform more effectively in humid climatic conditions, as cited in a study by Cui et al. [13] , with results showing the integrated unit has great potential to reduce electrical demand, as well as energy usage.
Another approach to reduce electrical energy consumption is to replace the compressor by an ejector which can be driven by low-grade heat, such as solar energy [14, 15] . Furthermore, hybrid systems have been investigated where combined power and refrigeration is introduced. Solar energy is the driving force for such systems that simultaneously generate power and cooling effects [16, 17] .
Heidarinejad et al. [18] , in their work involving a two-stage IDEC unit operating under Iranian climatic conditions, reported electrical energy savings of 60% compared to a mechanical vapor-compression system. They also observed that the hybrid mode consumed required 55% more water than when using only the direct evaporative cooling configuration.
Chauhan et al. [19] analyzed a hybrid evaporative/vapor compression system for arid climatic conditions, and their results showed energy savings over 64% compared to a conventional vapor compression system. Kim et al. [20] also evaluated the cooling energy performance of a 100% fresh-air system utilizing a direct expansion cooling coil and integrating indirect-direct evaporative coolers. They indicated that their system saved 51% energy compared to a traditional variable air volume system.
The main electrical consuming elements in ventilation systems incorporating evaporative cooling components are the supply and extract fans, water pumps, and direct expansion/mechanical vapor compressor. Some research studies have reported electrical energy consumption associated with their systems. For instance, Bruno [21] conducted on-site experimental testing to analyze potential energy savings of using a dew-point evaporative cooler in a commercial building application and found that the system delivered 52%-56% energy savings, also noting that, on days when the maximum temperature was higher than 35 • C, the average energy efficiency ratio (cooling capacity produced divided by the associated electrical power input) of their system was 7.2-11.5. Porumb et al. [22] studied a fresh-air-handling hybrid system incorporating evaporative cooling and found that electrical energy demand was reduced by 80%, as well as a reduction of the total cooling load by approximately 84%, compared to a conventional vapor-compression system.
Maheshwari et al. [23] carried out an analytical evaluation of an indirect evaporative cooling unit and found that it consumed 3.5 times less energy compared to a traditional packaged air-conditioning unit. Results from experimental investigations, by Delfani et al. [24] , on an indirect evaporative cooler used as a precooling unit for a mechanical cooling system showed electrical energy savings of 55%, and cooling-load reductions of up to 75%, compared to a packaged air-conditioning unit. It is essential to understand how a hybrid air-conditioning system performs not only at design conditions but in a variety of ambient conditions, too. A few studies have reported such assessments. For instance, a study by Chauhan et al. [25] showed that a combined dew-point evaporative-vapor-compression air-conditioning unit gave energy savings of 55% better, and a saving of cooling load of 61% when operating in hot, dry conditions compared to dry and moderately humid conditions. Solar adsorption and absorption cooling have been widely investigated to utilize renewable energy to cover the cooling demand in air-conditioning applications.
Many studies have singled out and highlighted the main disadvantage of evaporative cooling as its water consumption. In evaporative cooling systems, water is usually recirculated, and this leads to losses due to evaporation. It was found that the evaporative losses can account for as much as 15%-20% of the water used each day [26, 27] . Other researchers have analyzed and quantified water consumption for evaporative cooling purposes [8, 28] and found that certain water flowrates improved the cooling performance of their systems.
Liberati et al. [29] investigated indirect evaporative cooling (IEC) and report that the cooling capacity of their evaporatively cooled system doubled, compared to dry mode operation, when the heat exchanger was sprayed with only 15 L·h −1 . The behavior of water nozzles and airflow arrangements has been studied, for instance, De Antonellis et al. [30] , how these affect the cooling performance of a crossflow indirect evaporative cooler. Farnham et al. [31] studied the effect of the temperature of the mist spray. They report that the evaporation rate of the mist spray was enhanced when the temperature of the water increased.
The use of IEC to precool fresh air has been investigated [32] , and several researchers have investigated the cooling performance of EC systems in a variety of climates [33] [34] [35] . Also, some researchers have considered the cooling performance of IEC in hot and humid climatic regions [36] , such as those experienced in the Middle East.
Studies to modify and enhance conventional cooling systems using hybrid cycles investigated here contribute to desirable solutions that minimize the air-conditioning electrical load imposed on a national grid, and these solutions contribute to reduction of harmful greenhouse gas emissions.
The present study assesses the performance of a hybrid fresh-air-handling cooling system integrating IEC heat exchanger used in combination with a direct expansion cooling coil and operating in various modes against harsh climatic ambient conditions experienced in Qatar. The system investigated has a cooling capacity of 80 kW and a rated electrical energy consumption of 18 kWh. The study considers the cooling performance of the FAHU based on temperature reductions across the crossflow heat exchanger and direct expansion (DX) cooling coil, as well as the energy consumption of the various modes of operation which are analyzed based on actual data acquired via experimental measurements during the period August 2018 to July 2019. There seems to be a lack of studies in the existing literature of investigations relating to the integration of cooling performance and operating mode assessments of hybrid evaporative cooling units working under diverse ambient conditions. Therefore, the work in the present study is targeted toward addressing this gap in available information.
Experimental Setup

System Construction and Description
Experiments, using the fresh-air-handling unit (FAHU) test rig, shown in Figure 1 , were carried out at GORD's Technohub premises in Doha, Qatar. A schematic diagram of the experimental test rig is shown in Figure 2 . In the wet modes of operation, the primary air-supply air through the FAHU is initially cooled by indirect evaporative cooling (IEC) in the dry channels of the crossflow heat exchanger. Additional or supplemental cooling of the primary supply air is provided by direct cooling, using a DX cooling coil, i.e., the evaporator of the mechanical refrigeration system within the FAHU. The secondary airflow, initially at ambient conditions, is drawn into the FAHU, where it is preconditioned with mist injection. The secondary airstream is then sprayed with a water shower before it flows through the wet channels of the crossflow heat exchanger, where it cools the primary air by indirect evaporative cooling. When the FAHU operates in dry mode, neither mist injection nor water shower is used. The schematic presentation of the experimental setup also shows key locations of measurement sensors, number 1-7. These sensors are used to measure temperature and humidity and transfer the acquired data continuously by wireless technology to GORD's computer server. The main parameters of the FAHU and measurement sensors are given in Table 1 below. The supply and extract airflow rates were verified by taking an array of air velocities (12 readings for each duct) across the fan outlet ducts. The product of the average velocity (supply of exhaust) and the associated geometrical area of the rectangular outlet duct gives the air-volume flow rate of the fan.
It can be seen from Figure 2 that there is a dry filter pad located on the downstream of the air-cooled condenser. The purpose of the filter pad is to trap any water droplets carried over from the water shower nozzles and prevent the water droplets from accumulating in the exhaust-fan casing.
In this study, it is assumed that the wet channels of the plate heat exchanger are thoroughly wetted by the water shower when it is in use. Although the FAHU surfaces are internally insulated where possible, there may likely be heat exchange between surfaces at different temperatures within the FAHU. These, together with any undesirable heat exchanges between airstreams, are neglected for this study. It is also assumed that there is no infiltration/air leakage through imperfect joints of the FAHU, and any short-circuiting between primary and secondary airstreams are ignored. Figure 3 shows the ambient dry-bulb temperature and ambient relative humidity distribution measured at one-minute intervals, using a wireless data acquisition system, and recorded during the data collection period extending over several months. The dry-bulb temperature ranged from 23 to 44 • C, while the relative humidity ranged from 10% to 69%. The days when the ambient temperature was lower than 23 • C are excluded from this study, as cooling is generally not required when temperatures are that low. The measured ambient conditions are indicated for each mode of operation of the FAHU, purely to demonstrate and illustrate the overlap between conditions prevailing when the various modes of operation were implemented. The associated cooling performance parameters were measured at sensor locations (shown in Figure 1 ) within the FAHU. The overlap is necessary because it shows that comparisons between different modes of operation are on a like-to-like basis in terms of inlet ambient conditions.
Ambient Conditions
Definition of Modes of Operation of the Fresh-Air-Handling Unit
For this study, the following terminology is used to describe the different modes of operation:
(i) Single-effect DX only: mode of operation when the cooling of the primary airstream, from ambient condition to the desired supply air state, is achieved by using the direct expansion (DX) vapor compression cycle without engaging any evaporative cooling. (ii) Dual-effect DX with mist injection: mode of operation when the primary airstream at ambient condition is pretreated by indirect evaporative cooling, using mist injection into the secondary airstream, before being further cooled to the desired supply air state, by the evaporator of the direct expansion (DX) cooling cycle. (iii) Dual-effect DX with water shower: mode of operation when the primary airstream at ambient condition is pretreated by indirect evaporative cooling by a water shower cooling the wet channels of the crossflow heat exchanger, before being further cooled to the desired supply-air state by the evaporator of the direct expansion (DX) cooling cycle. (iv) Triple-effect DX with mist injection and water shower: mode of operation when the secondary airstream cools the primary airstream by indirect evaporative cooling. The secondary airstream, ambient condition, is subjected to mist injection, which is followed by evaporative cooling, using a water shower in the wet channels of the crossflow heat exchanger. The primary airstream is then further cooled to the desired supply-air state, by the evaporator of the direct expansion (DX) cooling cycle.
The FAHU investigated can be used either as a full fresh-air system to provide cooling to a greenhouse for crop cultivation or as a fresh-air system serving outdoor or indoor spaces. In both cases, cooling is required when the ambient temperature and/or relative humidity exceeds the conditions required for the intended application. In greenhouses, the indoor microclimate is determined to meet the requirements of the crops to be cultivated, while for indoor human occupancy acceptable conditions are determined in accordance with the ASHRAE Standard 55 comfort zone, typically 20-24 • C and 30%-70% RH. The FAHU utilizes the above modes of operation to create desired conditions depending on the application.
Cooling Performance Comparison Methodology
To compare the cooling performance of various modes of operation, the data were downloaded from the server as Excel spreadsheets. Appropriate data from the different modes of operation were then identified by filtering based on either similar inlet ambient dry-bulb temperature (within a small range of about 1 • C or similar inlet ambient relative humidity (within a small range of 1%-3% RH). The use of small ranges of ambient dry-bulb and relative humidity was necessary to increase the number of datapoints. Corresponding parameters measured at sensor locations within the FAHU were then used in the analysis. Parameters at the exhaust from the FAHU were not controlled; hence, these were variable and different for each mode of operation. Firstly, the cooling performance of the FAHU and the behavior of the various modes of operation are considered for ambient conditions when the dry-bulb temperature is less than 40 • C. The same aspects are considered at ambient dry-bulb temperatures higher than 40 • C, which was chosen as an arbitrary demarcation to represent extreme high ambient temperatures typical in the hot season of the local (Qatar) climate. Table 2 shows a schedule of cases analyzed for comparison of FAHU cooling performance in different modes. Single-effect DX only n/a n/a At given ambient conditions, the temperature difference across the heat exchanger was calculated as the difference between the dry-bulb temperature at the inlet to the crossflow heat exchanger, and the dry-bulb temperature at the outlet from the heat exchanger (Equation (1)).
Similarly, the temperature difference across the DX cooling coil was calculated as the difference between the dry-bulb temperature at the inlet to the DX cooling coil, and the dry-bulb temperature at the outlet from the DX cooling coil (Equation (2)).
The electrical energy consumption of each mode of operation, under given ambient conditions, was measured with an energy meter installed within the electrical circuitry of the FAHU. Electrical energy consumptions of the various modes of operation were based on one-hour operation of each mode. When operating in the single-effect DX-only mode, the FAHU consumes energy used by the supply air fan, exhaust air fan, and the DX compressors. For the dual and triple-effect modes, additional power is consumed by the ultrasonic mist generator and water pump as required for the engaged mode of operation. The humidifier downstream of the supply-air fan was not used in the investigations; hence, its electrical energy consumption is not included in this study.
The coefficient of performance (COP) of the FAHU can be calculated as the ratio of the cooling capacity to the electrical energy consumed, as follows:
Results and Discussion
The results obtained from the experimental data analysis are presented and discussed in this section.
The results are first considered from the angle of temperature reduction (∆T HX ), of the primary airstream, across the indirect evaporative cooling heat exchanger, as an indicator of the cooling performance of the FAHU. The study examines the behavior of ∆T HX with the ambient dry-bulb temperature, as well as the ambient relative humidity. This assessment is essential, in order to understand the contribution of the IEC effect to the reduction of cooling demand required to condition the primary airstream from ambient condition to the desired supply-air state.
Similarly, the behavior of the temperature reduction of the primary airstream flowing across the evaporator the DX cooling cycle (∆T DX ), and its variation with the ambient dry-bulb temperature and ambient relative humidity are explored for each mode of operation of the FAHU.
Secondly, the electrical energy consumption of the various modes of operation is compared, to quantify the benefit or contribution of IEC, using mist injection and the water shower to supplement the cooling demand required to condition ambient primary air to the desired supply-air state. The electrical energy consumption thus indicates the cooling performance of the FAHU, whereby a lower electrical energy consumption translates to better cooling performance.
For this study, cooling performance is assessed from two main perspectives. Firstly, the contributions resulting from temperature reduction of the primary airflow across the indirect evaporative cooling heat exchanger in combination with cooling provided by the evaporator of the DX cooling cycle. Secondly, from the angle of the power consumed by the FAHU as it cools the primary airstream from ambient condition to the desired supply-air state. It is worth noting that the main components that consume energy within the FAHU are evaporative cooling water pumps, ultrasonic mist generators, ventilation fans for the primary and secondary airstreams, and the power consumed for refrigeration by vapor compression DX cooling cycle.
Cooling Performance of FAHU in Ambient Dry-Bulb Temperatures Less than 40 • C
Results obtained from the experimental data analysis of the cooling performance of the FAHU, in ambient dry-bulb temperatures less than 40 • C, are presented and discussed in the following sections.
3.1.1. Experimentally Measured Temperature Reduction across the IEC Crossflow Heat Exchanger (∆T HX ) for Ambient Dry-by-Bulb Temperatures Less than 40 • C The variations of temperature reduction, because of indirect evaporative cooling across the heat exchanger (∆T HX ), as a function of ambient relative humidity, as shown in Figure 4 , are represented by linear functions of which excellent correlation coefficients greater than 0.933 were obtained for all modes of operation of the FAHU.
All three modes of operation present a decreasing trend of ∆T HX with increasing ambient relative humidity. As the relative humidity increases, the latent cooling effect of the secondary air decreases because the air becomes more saturated, reducing the capacity of cooling of the primary air by the secondary air.
For the recorded range of experimental measurements, temperature reductions across the IEC heat exchanger as a function of ambient relative humidity range from 3.4 to 14.3 • C. Across the range of relative humidity measured during the experiments, the triple-effect 'DX with mist and water shower' mode of operation gives higher values of ∆T HX than the other modes of operation. On the contrary, the dual-effect 'DX with mist injection' achieves the lowest values of ∆T HX for corresponding at corresponding ambient relative humidity. The trend of values of ∆T HX achieved by dual-effect 'DX with water shower' mode of operation falls between those achieved by the triple-effect 'DX with mist and water shower' and the dual-effect 'DX with mist injection' modes of operation of the FAHU. Figure 4 also reveals that the difference in values of ∆T HX achieved by the triple-effect mode and the dual-effect 'DX with water shower' progressively decreases with increasing relative humidity. The lines representing the ∆T HX trends of these modes of operation cross at an ambient relative humidity of 60% RH, beyond which the dual-effect 'DX with water shower' mode achieves better values of ∆T HX than the triple-effect mode.
Also considered was the variation of temperature reduction, because of indirect evaporative cooling across the heat exchanger (∆T HX ), as a function of ambient dry-bulb temperature. These were compared for various modes of operation, as shown in Figure 5 . A linear representation of the behavior of ∆T HX as a function of ambient dry-bulb temperature gave excellent correlation coefficients greater than 0.962 for all modes of operation of the FAHU. As the ambient temperature increases, the difference between the dry-bulb temperature (T db ) and the wet-bulb temperature (T wb ) also increases. The higher the difference between T db and T wb , the greater is the potential of the primary airstream to be cooled, which is the reason why Figure 5 shows increasing trends of the various modes of operation.
The use of mist injection in combination with the water shower achieves the highest reduction of temperature as it flows across the IEC heat exchanger. For the experimental range considered the highest ∆T HX achieved by the FAHU, when viewed as a variation of ambient temperature, is 14.3 • C. The use of mist injection only achieves the lowest values of ∆T HX for corresponding at corresponding ambient dry-bulb temperatures, whereby the lowest ∆T HX achieved is 3.6 • C. The trend of values of ∆T HX achieved with the use of the water shower falls between those achieved by the combined use of mist with a water shower, and that of the mist injection. Figure 5 reveals that at a dry-bulb temperature of approximately 30 • C, the combined use of mist and water shower achieves the same ∆T HX as the use of water shower only, i.e., 6.5 • C. For ambient temperatures higher than 30 • C, the difference in ∆T HX between the mist with water shower trend and that of the water shower progressively increases. On the other hand, the difference in ∆T HX between the water shower trend and that of the mist injection decreases with increasing ambient dry-bulb temperature.
Experimentally Measured Temperature Reduction across DX Cooling Coil (∆T DX ) for Ambient Dry-by-Bulb Temperatures Less than 40 • C
The results of the variation of reduction of the temperature of the primary airstream flowing across the evaporator of the refrigeration cycle, DX cooling coil, for different modes of operation are shown in Figure 6 . For all modes of operation, the system performance improves as the ambient dry-bulb temperature rises. Based on the excellent correlation coefficients obtained from the experiment data, it is reasonable that the temperature reduction of the air flowing across the DX cooling coil (∆T DX ), as a function of the ambient dry-bulb temperature is represented by linear relationship for all modes of operation of the FAHU.
The use of the indirect evaporative cooling modes reduces the amount of cooling handled by the DX cooling coil because the IEC provides the initial temperature reduction i.e., sensible cooling of the primary airstream across the heat exchanger.
It can be seen from Figure 6 that temperature reduction dealt with by only the single-effect DX mode of operation increases from 10 • C at the ambient dry-bulb temperature of 28 • C, to 19.5 • C when the ambient temperature reaches 38 • C. For the range of ambient dry-bulb temperatures measured, the most considerable cooling effect on the DX cooling coil equates to approximately 20 • C, while the least cooling effect, of 4.2 • C, occurs with the triple-effect 'DX with mist and water shower' mode of operation. At the limiting boundary of the ambient dry-bulb temperature (40 • C), the dual-effect 'DX with water shower' experiences the same cooling demand across the DX cooling coil as that required by the triple-effect mode of operation. Similarly, at an ambient dry-bulb temperature of 27.5 • C, the dual-effect 'DX with mist' mode of operation requires the same effort to cool the primary or supply airstream flowing across the DX cooling coil. The difference in cooling effort between the single-effect DX-only mode of operation and the wet modes progressively increases with increasing ambient dry-bulb temperature.
The variation of the cooling demand or effort required by the various modes of operation, represented as a reduction in temperature ∆T DX of the primary/supply airstream flowing across the evaporator (DX cooling coil), as a function of ambient relative humidity, is also considered. The results presented in Figure 7 show that linear representation of the behavior of ∆T DX gives excellent correlation coefficients, exceeding 0.922 in all cases, except the double-effect 'DX with mist' mode of operation.
Concerning the ambient relative humidity, the temperature reduction of the primary/supply airstream that the DX-only operating mode is expected to deal with decreases from 19.5 • C at 11% RH to 10 • C at approximately 55% RH. As the ambient relative humidity increases up to about 35% RH, it is found that using the combination of mist and water shower across the IEC heat exchanger requires the least amount of cooling demand or cooling effort across the DX cooling coil. Above 35% RH, the dual-effect 'DX with water shower' requires the lowest amount of cooling effort. At approximately 55% RH, the single-effect 'DX only' and the dual-effect 'DX with mist' modes of operation require the same amount of cooling effort across the DX cooling coil to achieve the desired supply-air state.
For FAHU investigated, it appears as though the dual-effect 'DX with mist' and the triple-effect 'DX with mist and water shower' modes of operation would encounter the same cooling demand somewhere at ambient relative humidity higher than 65% RH. On the other hand, there is little distinction between the dual-effect 'DX with mist' and dual-effect 'DX with water shower' modes of operation requires at low ambient relative humidity. These two modes of operation require the same amount of cooling effort across the DX cooling coil, to achieve the desired supply air state, at an ambient relative humidity of 10% RH, for the FAHU used in this study.
Experimentally Measured Power Consumed by Different Modes of Operation of the FAHU for Ambient Dry-by-Bulb Temperatures Less than 40 • C
The cooling performance of the various modes of operation of the FAHU is also considered in terms of electrical energy consumption. The desired supply-air condition to be used in the analysis is determined by averaging the temperature and relative humidity measured for all modes of operation, immediately downstream of the DX cooling coil. The averaged values resulted in a supply-air state of 16 • C and 90% RH. The variation of electrical energy consumption for several ranges of ∆T HX i.e., (∆T HX < 5 • C; 5 • C < ∆T HX ≤ 10 • C; 10 • C < ∆T HX ≤ 15 • C; and ∆T HX > 15 • C) is presented in Figure 8 .
The single-effect 'DX only' cooling mode has the highest cooling demand with an electrical energy consumption of 15.78 kWh, while the lowest cooling demand, of 6.24 kWh, occurs with the dual-effect 'DX with water shower' mode when the contribution of the IEC is between 10 and 15 • C across the crossflow heat exchanger.
For ambient temperatures lower than 40 • C, it is evident from Figure 8 that, with mist injection, the FAHU did not achieve temperature reductions higher than 10 • C, across the IEC heat exchanger. Also, the results show that for the experimental range considered, the water shower provides a cooling contribution higher than 5 • C in terms of reduction of the temperature of the primary airstream flowing through the IEC heat exchanger. As expected, the electrical energy consumption of the FAHU reduces when the cooling contribution of the IEC heat exchanger increases. However, there appears to be a marginal increase in electrical energy consumption of the triple-effect mode of operation when the cooling contribution, ∆T HX , changes from the less than 5 • C range to 5-10 • C. The increase in power could be attributed to a surge in electrical energy consumption when the three effects are engaged together, and/or a slight difference in the total cooling load imposed on the FAHU.
By looking at the range of ∆T HX less than 5 • C, it is seen that the triple-effect mode of operation consumes 15.3% more energy, to achieve the target supply-air state (16 • C and 90% RH), than does the dual-effect 'DX with mist' mode. The single-effect 'DX only' mode of operation consumes 51.4% more energy than the dual-effect 'DX with mist' mode of operation.
For the ∆T HX : 5-10 • C range of temperature reduction, it is found that the triple-effect 'DX with mist and water shower' mode of operation consumes 45.6% and 14.4% more energy than the dual-effect 'DX with mist' and dual-effect 'DX with water shower' modes of operation, respectively. However, when the best-performing mode of operation (i.e., dual-effect 'DX with water shower') saves 60.4% of the energy required by the single-effect 'DX only' mode of operation.
The coefficient of performance (COP) of the FAHU when operating in ambient dry-bulb temperatures less than 40 • C are calculated for an arbitrary average ambient condition of 39 • C and 13.4% RH. The average ambient condition is selected by inspection of the available experimentally measured data. The results of the calculated COPs are presented in Table 3 . It is found that the use IEC in combination with DX cooling doubles the COP of the FAHU. The improvement in performance is due to the reduction in electrical energy consumption associated with the contribution of the sensible cooling provided by the IEC heat exchanger.
Cooling Performance of FAHU in Ambient Dry-Bulb Temperatures Greater than 40 • C
In the following sections, the results relating to the cooling performance of the FAHU and the behavior of the different modes of operation are presented and discussed. As indicated on the graphs in this section, excellent correlation coefficients were obtained for the linear representation of the trends for the various modes of operation.
Experimentally Measured Temperature Reduction across the IEC Crossflow Heat Exchanger (∆T HX ) for Ambient Dry by Bulb Temperatures Higher than 40 • C
The variation, with dry-bulb temperature, of the temperature reduction across the IEC heat exchanger for ambient temperatures higher than 40 • C is shown in Figure 9 . It is found that the triple-effect 'DX with mist and water shower' mode of operation achieves the highest ∆T HX over the range of temperatures measured. The highest ∆T HX achieved using both mist injection and water shower is 18 • C, while the lowest achieved by this mode of operation is 14.2 • C. This result is followed by the dual-effect 'DX with water shower' mode for which the highest ∆T HX is 15.8 • C, and the lowest is 8.8 • C, and the dual-effect 'DX with mist' achieves the smallest temperature differences across the heat exchanger in ambient conditions of ambient temperatures higher than 40 • C. Its minimum and maximum ∆T HX are 6.7 and 13.0 • C, respectively.
While the difference in ∆T HX between the dual-effect modes of operation is nearly constant (a difference of about 2 • C, though in the fact it increases only marginally) over the range of the experimental measurements, that between the triple-effect 'DX with mist and water shower' and the dual-effect modes of operation decreases with increasing ambient dry-bulb temperature. In the same way as the behavior in ambient conditions of dry-bulb temperatures less than 40 • C, the combination of mist injection and water shower provides the highest temperature reductions across the IEC heat exchanger. Of the three modes of operation, the use of mist injection provides the lowest temperature reductions across the heat exchanger.
The behavior of the temperature reductions of the primary airstream flowing across the heat exchanger as a function of relative humidity for ambient temperatures higher than 40 • C is shown in Figure 10 . The trends for all modes of operation depict a reducing behavior, whereby the differences in ∆T HX of the different modes are progressively reduced as relative humidity increases.
Compared to the trends of the corresponding behavior, at ambient temperatures lower than 40 • C, of the various modes of operation, the gap between ∆T HX of the dual-effect modes is much more comprehensive for ambient temperatures higher than 40 • C. However, that between the triple-effect 'DX with mist water shower' and the dual-effect 'DX with mist' modes of operation remains identical. Also, in general, the various modes of operation achieve higher ∆T HX for ambient temperatures above 40 • C, than when ambient temperatures are below 40 • C.
The difference in ∆T HX between the best-performing mode (triple effect) and the least (dual-effect 'DX with mist) decreases with increasing relative humidity. At 10% RH, the difference in ∆T HX is 6.7 • C, and at 50% RH, the gap decreases to 4.5 • C.
Experimentally Measured Temperature Reduction across Cooling Coil (∆T DX ) for Ambient
Dry-by-Bulb Temperatures Higher than 40 • C The variation of ∆T DX with ambient dry-bulb temperature is shown in Figure 11 . The triple-effect 'DX with mist and water shower' and the dual-effect 'DX with water shower' have an increasing trend, with increasing ambient dry-bulb temperature, like the behavior seen for dry-bulb temperatures less than 40 • C. However, for ambient dry-bulb temperatures above 40 • C, the trends of ∆T HX for the single-effect 'DX only' and the dual-effect 'DX with mist' decreases with increasing ambient dry-bulb temperature, unlike the corresponding trends for these two modes of operation in ambient dry-bulb temperatures less than 40 • C (see Figure 5 ).
For the experimental range considered in this study, it is seen that for ambient dry-bulb temperatures lower than approximately 46 • C, the dual-effect 'DX with mist' mode of operation requires the lowest cooling effort across the DX cooling coil. However, for ambient dry-bulb temperatures greater than 46 • C, the triple-effect 'DX with mist and water shower' requires the lowest cooling effort across the FAHU's DX cooling coil. Also, it is found that the highest cooling demand on the DX cooling coil is 20.5 • C. Only the single-effect 'DX only' mode of operation would be able to meet this cooling demand, at an ambient dry-bulb temperature of 40.6 • C.
The lowest measured cooling demand of 7.5 kWh occurs for the dual-effect 'DX with water shower' at an ambient dry-bulb temperature of approximately 41 • C. Further, it is seen than the difference between the trends of the highest and lowest cooling effort required across the DX cooling coil, progressively decreases with increasing ambient dry-bulb temperature. For the range of experimental results, the most significant difference between the single-effect 'DX only' mode and the dual-effect 'DX with water shower' is almost 12.5 • C, which gradually decreases to approximately 2.5 • C as the dry-bulb temperature reaches 48.5 • C.
Interestingly, the behavior of ∆T DX as a function of ambient relative humidity, in conditions of dry-bulb temperature higher than 40 • C, as seen in Figure 12 , shows decreasing trends as ambient relative humidity increases for all modes of operation of the FAHU. Figure 12 reveals that for the experimental range of parameters, the triple-effect 'DX with mist and water shower' has the lowest cooling demand, which is of approximately 7 • C, across the DX cooling coil, at an ambient relative humidity of 59% RH. The cooling demand across the DX cooling increases to 12 • C when the ambient relative humidity reduces to 10% RH. As expected, the single-effect 'DX only' has the highest cooling demand across the DX cooling coil, equating to approximately 22 • C at an ambient relative humidity of 10% RH. The cooling imposed on the DX cooling coil reduces by about half (11 • C) when the ambient relative humidity increases from 10% to 40% RH. The results are shown in Figure 12 and also suggest that the dual-effect 'DX with mist' has the same cooling requirement (equating to 13 • C) on the DX cooling coil as the single-effect 'DX only' mode when ambient relative humidity increases to 39% RH. The difference between the ∆T DX trends of the single-effect 'DX only' mode and the wet modes of operation all reduce with increasing ambient relative humidity. Also, it is found that the difference in ∆T DX of the dual-effect modes of operation remains nearly constant over the range of experimental measurements. Between these two modes of operation, the dual-effect 'DX with water shower' encounters a lower cooling demand on the DX cooling coil than the dual-effect 'DX with mist.' The reduction in demand means that the water shower achieves more-significant temperature reductions across the IEC heat exchanger than does the mist injection for similar levels of ambient relative humidity.
Experimentally Measured Power Consumed by Different Modes of Operation of the FAHU for Ambient Dry-by-Bulb Temperatures Higher than 40 • C
The results of the experimentally measured energy consumed by various modes of operation of the FAHU for ambient dry-bulb temperatures greater than 40 • C are shown in Figure 13 . For these conditions, the same supply-air state (16 • C and 90% RH) is set as the desired supply-air condition, and the power required by each mode of operation was recorded during the experimental measurements.
As before, a few temperature ranges of ∆T HX (∆T HX < 5 • C; 5 • C < ∆T HX ≤ 10 • C; 10 • C < ∆T HX ≤ 15 • C; and ∆T HX > 15 • C) were considered. It is seen from Figure 13 that the use of mist injection during the experiments did not yield any ∆T HX greater than 15 • C, while, on the other hand, the use of a water shower in the IEC heat exchanger delivered temperature reductions across the IEC heat exchanger of at least 5 • C.
The highest cooling demand on the DX cooling is, as expected, associated with the single-effect 'DX only' mode of operation. The highest cooling demand is reflected by the highest electrical energy consumption, equating to 15.78 kWh, of the FAHU. The next level of consumption occurs at the triple-effect 'DX with mist and water shower' mode, which consumes 13.61 kWh when the FAHU operates with cooling contributions across the IEC heat exchanger of less than 10 • C and 5-10 • C, respectively.
The lowest electrical energy consumption by the wet modes of operation, equating to 9.42 kWh, occurs with the dual-effect 'DX with water shower' mode of operation when there is a cooling benefit of at least 15 • C across the IEC heat exchanger.
When the cooling contribution of the IEC heat exchanger is in the range 5-10 • C, the triple-effect mode of operation consumes (16.3% and 22.6%) more energy, respectively, than the dual-effect 'DX with mist' and the dual-effect 'DX with water shower' modes of operation. When the IEC heat exchanger contribution is in the range 10-15 • C, it is found that the triple-effect 'DX with mist and water shower' requires (14.3%) more energy than the dual-effect 'DX with mist' mode; and (11%) more energy than the dual-effect mode 'DX with water shower' mode of operation. For ∆T HX > 15 • C, the triple-effect 'DX with mist and water shower' mode requires 22.6% more energy than that needed for the dual-effect 'DX with water shower' mode of operation.
It is interesting to note that the triple-effect 'DX with mist and water shower' consumes the same amount of power when ∆T HX is less than 5 • C as it does when ∆T HX is in the range 5-10 • C. The reason for the electrical energy consumptions being equal at two different values of ∆T HX can is as follows. The temperature difference of the primary airstream across the IEC heat exchanger (∆T HX ) represents only a sensible cooling load; hence, for the electrical consumption of the given mode of operation to remain the same at two different values of ∆T HX , the total cooling load of the FAHU must be the same for the two cases. This occurs because the latent loads imposed on the FAHU differ for the two values of ∆T HX . When compared to the single-effect 'DX only' mode, the best-performing wet mode of operation (dual-effect 'DX with water shower') in terms of electrical energy consumption saves 40.5% of the energy required by the single-effect 'DX only' mode of operation.
The coefficient of performance (COP) of the FAHU when operating in ambient dry-bulb temperatures greater than 40 • C is calculated for an arbitrary average ambient condition of 47.8 • C and 10% RH. The average ambient condition is selected by inspection of the available experimentally measured data. The results of the calculated COPs are presented in Table 4 . It is found that the use IEC in combination with DX cooling in temperatures greater than 40 • C more than doubles the COP of the FAHU. The improvement in performance is due to the reduction in electrical energy consumption associated with the contribution of the sensible cooling provided by the IEC heat exchanger.
Conclusions
This study experimentally investigated the behavior of a hybrid FAHU integrating a vapor compression cooling cycle (DX) with IEC instigated by mist injection, water shower, or a combination of mist and water shower. The study compared different modes of operation in ambient conditions with dry-bulb temperatures less than 40 • C, as well as when ambient temperatures are higher than 40 • C, as this has never been reported in the literature until now. The following conclusions were drawn:
(i) The difference in values of ∆T HX between the best-performing mode of operation, i.e., triple-effect 'DX with mist and water shower' and the worst-performing mode (dual-effect 'DX with mist') decreases with increasing ambient relative humidity. The difference in values of ∆T HX was found to be only 1 • C as the ambient relative humidity increased from 10% RH to 50% RH. (ii) The triple-effect 'DX with mist and water shower' achieves the highest temperature reductions across the IEC heat exchangers for ambient dry-bulb temperatures below and above 40 • C. (iii) In certain ambient conditions, using a water shower achieves the same reduction in the temperature of the primary airstream across the IEC heat exchanger as does the use of a combination of mist and water shower. (iv) In cases where a given mode of operation consumes the same amount of power when the cooling benefit across the IEC heat exchangers is different, a likely reason is the modulation or ramping down of the mist generator, as found in the present study.
(v) For the harsh climatic conditions experienced in Qatar, the best-performing mode of operation of the FAHU achieves energy savings of 60.4% compared to cooling using vapor compression (DX), when ambient temperatures are below 40 • C. The energy savings decrease to 40.5% when ambient temperatures are above 40 • C. (vi) In ambient temperatures less than 40 • C, the COP of the FAHU is doubled when IEC is used in combination with DX cooling compared to using DX cooling by itself. Meanwhile, for ambient temperatures greater than 40 • C, the COP of the FAHU when using the 'triple-effect' DX with mist and water shower mode of operation is 2.16 times better than the single-effect DX only mode of operation.
The results of this study show that significant energy savings can be achieved by incorporating IEC cycles in fresh-air-handling units used in harsh climatic conditions such as those experienced in Qatar, where ambient temperatures rise above 45 • C during summer periods. 
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